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STATE OF COLORADO 

MI Mark A Silverman 
Manager, Rocky Flats Office 
U S Department of Energy 
P 0 Box 928 
Golden, Colorado 80402-0928 

RE Conditional Approval for a Change to Interim Status Tank Storage on the 750 Pad 
(RCRA Unit 25) 

Dear Mr Silveman 

The Colorado Department of Health, Hazardous Matenals and Waste Management Division (the 
Division), has reviewed the Department of  Energy's (DOE) request for a change to Interm Status 
the 750 Pad (Umt 25) at the Rocky Flats Plant (RFP) DOE is requestmg the addihon of tank 
storage w~th a capacity of 5,544 cubic yards to ailow for storage of Soiar Evaporation Pond 
(SEP) sludge The Division has d e t e m e d  that the request qualifies for a change to lnterim 
status pursuant to 6CCR 1007-3, Secbon 100 11 (d)(2) and 100 20(b)(3) The Division hereby 
conditionally approves the change to mtenm status for the storage of 207 B-Pond sludge 
Conditions for the approval are as follows 

1) A witten Standard Operating Procedure (SOP) must be prepared for conductmg 
tank lnspections at the 750 Pad (Umt 25) The SOP should describe, in detail, the 
operation and management of the 750 Pad a it applies to the tank systems 

2) The Division requires that a representatlve portion of the tanks be sampled after 
the tanks are placed into service for hazardous material storage RFP w l l  submt  
a sampling and analysis plan to the Dlvision for pnor apmoval The samplmg and 
analysis w l l  mclude, at a muurnurn, raaiation levels, specific gravity, and 
hazardous constituent quantlhes 

3) A representative number of tank coupons or an equivalent alternative means of 
assessing the inregnty of the tanx over lxne, must be included in the tank 
management procedures 
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4) Professional Engineer Certifications for tank system installation and integrity, and as- 
built drawngs must be submtted to the Division prior to sludge transfer into the 
tank system, The Division reserves the nght to inspect the tank systems pnor to 
placmg the tanks in semce for hazardous material storage in accordance wth  Section I 

IO0 42(1)( 1)(1-11) 
_---L_------.L ---- ------------__ - -- ----- ___- 

5) Only 207 B-Pond sludge transfer and storage 1s conditionally approved for intenrn 
status Management of  207 C-Pond :s not approved until issues concermng specific 
gravlty sampling have been resolved Removal of the clarifier wastes is also not 
approved until issues concerning wasce characternatlon are resolved RFP I s 
submittal of the revised Part A is still under review 

As the project progresses, the Divlsion may request additional information and/or 
clanfication to facilitate our review If you have any questions concerning this letter, please 
contact either Chns Gilbreath at (303) 692-3371 or Lisa Weers at (303) 692-3451 

Sincerely, /I 

U 
Gary& Baughman, Section Chief 
Hazardous Waste Facilities 
Hazardous Matenals and Waste Management Divlsion 

cc J Berardm, Rocky Flats Program Unit 
M Johnson, Jefferson County Heaith Department 
M Hestmark, EPA 
M Karol, DOE 
K Peter, EG&G 
D Miller, AGO 


